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HONEYWELL UDC2500L KEYS 

  

 

 

 

A. CHANGING THE SETPOINT 

1. Press  until Upper Display shows the PV Value and the Lower 

Display shows SP. 

2. Press  or            to change the setpoint. 

3. Press  to accept the change. 

SETUP KEY 
(SCROLLS THROUGH 

CONFIGURATION GROUPS) 

UP AND DOWN ARROW KEYS 

(INCREASE AND DECREASE) 

FUNCTION KEY 
(SELECTS FUNCTIONS WITHIN 

EACH CONFIGURATION GROUP 

RUN/HOLD KEY 
(ACKNOWLEDGES 
LATCHED ALARM OR 
DIAGNOSTIC MESSAGES) 

M-A/RESET KEY 
(SELECTS BETWEEN 
MANUAL AND AUTO MODE 
AND RESETS LIMIT ALARM) 

LOWER DISPLAY KEY 
(SCROLLS THROUGH OPERATING 

PARAMETERS ON LOWER DISPLAY) 

SP SELECT KEY 
(NO FUNCTION ON LIMIT 

CONTROLLER) 

  


